
Water Supply Study:
Central Lehigh and North Whitehall 
Divisions

Presented to: LCA Board of Directors
February 14, 2022



Why this 
request?
Recently adopted LCA 2022‐
2027 Strategic Plan 



Central 
Lehigh 
Division 
Map



Central 
Lehigh 
Division:  
Existing 
Sources

• Active Sources
• 14 Wells
• Allentown Interconnection

• Inactive Sources
• 5 Wells



North 
Whitehall 
Division 
Map



North 
Whitehall 
Division: 
Existing 
Sources

• Active Sources
• NBMA (Northampton Borough 
Municipal Authority) Interconnection

• Inactive Sources
• 3 Wells



Task 1: 
Collect and Review 
Existing Studies and 
Data

• Water System Master Plan: Central Lehigh 
Division (1994)

• Water Management Plans (1999)
• Allentown‐LCA Water Supply Agreement (2009)
• CLD WaterGEMs Model Completion (2011)
• Building Condition Assessments (2016)
• Wells 2, 3, 12R Study (2020)
• Upper System Evaluation (2020)
• DRBC Docket Renewal (2020)
• Amendment to Allentown‐LCA Water Supply 
Agreement (2020)

• EPA Risk and Resilience Assessment (2020)
• Well 14 Aquifer Test Plan (2021)
• North Whitehall WaterGEMs Model (2021)



Task 2: 
Establish Demand 
Projections

• Use data collected from approved Interim 
537 Plan (2020‐2025)

• Use data collected from ongoing Final Act 
537 Plan (2026‐2050)

• Use data collected from 2020 Upper System 
Evaluation Study 



Example of 
Task 2 
Resources



Task 3: 
Establish Updated 
Assessment of 
Existing Supply 
Capacity

• Finalize the status and existing capacity of 
CLD and NWD wells

• Issues with inactive wells
• Utilize existing CLD WaterGEMs model and 
on‐going development of the NWD 
WaterGEMS model



Task 4: 
Establish Source 
Water Capacity 
Needs

• Utilize information collected from Tasks 2 
and 3 + the DEP Public Water Supply Manual



Task 5: 
Identify Source 
Water Alternatives 
and Conduct 
Preliminary 
Feasibility 
Assessment

• Utilize information collected from Task 4
• Possible Alternatives:

• Maximize use of existing wells
• Rehabilitate existing wells
• Develop new wells
• Additional interconnections

• Adjacent municipalities
• Adjacent LCA systems

• Assess new sources (quarries, etc.)



Task 6: 
Identify Feasible 
Alternatives to meet 
Source Water 
Needs

• Review results from Task 5
• Identify a short‐list of feasible alternatives 
• Capacity, cost, constructability, 



Task 7: 
Develop Report 

• Develop Report (by Q3 2022)
• Present findings to internal LCA staff and LCA 
Board of Directors (in Q4 2022)



Strategic 
Goal:

System Capacity 
and Reliability  



Future 
Planning 
Activities

Next Steps

 Comprehensive Master Plan Update
o CLD and NWD Water Supply Study (this request)
o CLD and NWD Water Supply Alternatives Analysis and 

Selection
o Detailed evaluation of feasible, identifiable 

alternatives
o Source optimization/operating concept 

assessment
o Water Supply Study for remaining Suburban Division 

systems
o Comprehensive Storage Assessment 
o Pipeline Capacity Assessment
o Operations and Management Assessment
o Comprehensive Well and Pump Station Assessment



Authorization 
Requested 
2/14/2022



QUESTIONS?


